AFTER SAMPLING PROCEDURE, DISCONTINUE SERVICE AS FOLLOWS:

1. SHUT OFF CORPORATION STOP
2. REMOVE COPPER PIPE AND SHUTOFF
3. ATTACH LOCATE TAPE TO CORPORATION STOP
4. CAP CORPORATION STOP
5. BACKFILL WITH LOCATE TAPE TRAILING UP

CURB OR SIDEWALK

SADDLE MUST BE KEPT OUT OF CONCRETE

NOTE: STAINLESS STEEL WIDE BAND DOUBLE STRAP SADDLE WITH CC THREADS AND CORPORATION STOP

STAINLESS STEEL WIDE BAND DOUBLE STRAP SADDLE WITH CC THREAD

CORPORATION STOP WITH CC THREAD

WATER MAIN

COPPER FITTING

WATER MAIN

BRASS SHUT OFF

PLAN VIEW

PROFILE VIEW

FINISHED GROUND

WATER LOCATE TAPE

COPPER PIGTAIL

18” MIN

BRASS SHUT OFF

COPPER

WATER MAIN